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The Federal Safe Drinking Water Act (SDWA) requires each Community Public Water System (PWS) to develop and distribute a Cansumer
Confidence Report (CCR) to its customers each year. Depending on the population served by the PWS, this CCR must be mailed or delivered to
the customers, published in a newspaper of local circulation, or provided to the customers upon request. Make sure you follow the proper
procedures when distributing the CCR.

CCR DISTRIBUTION (Check all boxes that apply.)

INDIRECT DELIVERY WETHODS (Atach copy of publcaion, weter bil orofher) il
wAdvertisement in local paper (Attach copy of advertisement) ,5
o On water bills {Attach copy of bill)

o Email message (Email the message to the address below)

o Distributed via E-Mail as a URL (Provide Direct URL):
o Distributed via E-Mail as an attachment

o Distributed via E-Mai as text within the body of email message

o Published in local newspaper (attach copy of published CCR or proof of publication)

o Posted in public places (attach list of locations)

o Posted online at the following address (Provide Direct URL):

CERTIFICATION
I'hereby certify that the CCR has been distributed to the customers of this public water system in the form and manner identified
above and that | used distribution methods allowed by the SDWA. | further certify that the information included in this CCR is true
and correct and is consistent with the water quality monitoring data provided to the PWS officials by the MSDH, Bureau of Public

Water Suppl H .
W% ANAens DMM 0 m Anansw \
Nafpe Tillei | Déte
SUBMISSION OPTIONS (Select one method ONLY)

You must email, fax (not preferred), or mail a copy of the CCR and Certification to the MSDH.
Mail: (U.S. Postal Service) Email: water.reports@msdh.ms.qov
MSDH, Bureau of Public Water Supply
P.0. Box 1700 Fax: (601) 576-7800 (NOT PREFERRED)

Jackson, MS 39215

CCR DEADLINE TO MSDH & CUSTOMERS: BY JULY 1, 2021
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We're pleased to present to you this year's Annual Quality Water Report. This report is designed to inform you about the quality water and services we
deliver to you every day. Our constant goal is to provide you with a safe and dependable supply of drinking water. We want you to understand the
efforts we make to continually improve the water treatment process and protect our water resources. We are committed to providing you with
information because informed customers are our best allies.

If you have any questions about this report or concerning your water utility, please contact Jan Graves at 601.384.2046. We want our valued customers
to be informed about their water utility. If you want to learn more, please join us at any of our regularly scheduled meetings. They are held on the first
Monday of the month at 5:30 PM at135 HWY 98 E, Bude, MS 39630.

Our water source is from wells drawing from the Miocene Series Aquifer. The source water assessment has been completed for our public water
system to determine the overall susceptibility of its drinking water supply to identify potential sources of contamination. A report containing detailed
information on how the susceptibility determinations were made has been furnished to our public water system and is available for viewing upon
request. The wells for the Franklin County Water Association have received a lower ranking in terms of susceptibility to contamination.

We routinely monitor for contaminants in your drinking water according to Federal and State laws. This table below lists all of the drinking water
contaminants that were detected during the period of January 1% to December 31%, 2020. In cases where monitoring wasn't required in 2020, the table
reflects the most recent results. As water travels over the surface of land or underground, it dissolves naturally occurring minerals and, in some cases,
radioactive materials and can pick up substances or contaminants from the presence of animals or from human activity; microbial contaminants, such
as viruses and bacteria, that may come from sewage treatment plants, septic systems, agricultural livestock operations, and wildlife; inorganic
contaminants, such as salts and metals, which can be naturally occurring or result from urban storm-water runoff, industrial, or domestic wastewater
discharges, oil and gas production, mining, or farming; pesticides and herbicides, which may come from a variety of sources such as agriculture, urban
storm-water runoff, and residential uses; organic chemical contaminants, including synthetic and volatile organic chemicals, which are by-products of
industrial processes and petroleum production, and can also come from gas stations and septic systems; radioactive contaminants, which can be
naturally occurring or be the result of oil and gas production and mining activities. In order to ensure that tap water is safe to drink, EPA prescribes
regulations that limit the amount of certain contaminants in water provided by public water systems. All drinking water, including bottled drinking water,
may be reasonably expected to contain at least small amounts of some contaminants. It's important to remember that the presence of these
contaminants does not necessarily indicate that the water poses a health risk.

In this table you will find many terms and abbreviations you might not be familiar with. To help you better understand these terms we've provided the
following definitions:

Action Level - the concentration of a contaminant which, if exceeded, triggers treatment or other requirements which a water system must follow.

Maximum Contaminant Level (MCL) - The “Maximum Allowed" (MCL) is the highest level of a contaminant that is allowed in drinking water. MCLs are
set as close to the MCLGs as feasible using the best available treatment technology.

Maximum Contaminant Level Goal (MCLG) - The “Goal"(MCLG) is the level of a contaminant in drinking water below which there is no known or
expected risk to health. MCLGs allow for a margin of safety.

Maximum Residual Disinfectant Level (MRDL) — The highest level of a disinfectant allowed in drinking water. There is convincing evidence that addition
of a disinfectant is necessary for control microbial contaminants.

Maximum Residual Disinfectant Level Goal (MRDLG) — The level of a drinking water disinfectant below which there is no known or expected risk of
health. MRDLGs do not reflect the benefits of the use of disinfectants to control microbial contaminants.

Parts per million (ppm) or Milligrams per liter (mg/l) - one part per million corresponds to one minute in two years or a single penny in $10,000.

Parts per billion (ppb) or Micrograms per liter - one part per billion corresponds to one minute in 2,000 years, or a single penny in $10,000,000.

PWS ID# 0190008 TEST RESULTS

Contaminant Violation Date Level Range of Detects or Unit MCLG MCL Likely Source of Contamination
Y/N Collected | Detected # of Samples Measure
Exceeding -ment
MCL/ACL/MRDL

Inorganic Contaminants

10. Barium N 2019* .002 .0018 -.002 ppm 2 2 | Discharge of drilling wastes;
discharge from metal refineries;
erosion of natural deposits

13. Chromium N 2019* 1.5 No Range ppb 100 100 | Discharge from steel and pulp
mills; erosion of natural deposits
14. Copper N 2017/19* A 0 ppm 1.3 | AL=1.3 | Corrosion of household plumbing

systems; erosion of natural
deposits; leaching from wood
preservatives

16. Fluoride N 2019* 323 .28 -.323 ppm 4 4 | Erosion of natural deposits; water
additive which promotes strong
teeth; discharge from fertilizer
and aluminum factories




17. Lead N 2017/119* 3 0 ppb 0 AL=15 | Corrosion of household plumbing
systems, erosion of natural
deposits

Sodium N 2019* 67000 No Range ppb 0 0 | Road Salt, Water Treatment
Chemicals, Water Softeners and
Sewage Effluents.

Disinfection By-Products

81. HAAS N 2020 33 No Range ppb 0 60 | By-Product of drinking water

disinfection.

82, TTHM N 2020 29.3 No Range ppb 0 80 | By-product of drinking water

[Total chlorination.

trihalomethanes]

Chlorine N 2020 1.9 1-3 mgl/l 0| MRDL =4 | Water additive used to control

microbes
PWS ID# 0190009 TEST RESULTS
Contaminant Violation Date Level Range of Detects or Unit MCLG MCL Likely Source of Contamination
YIN Collected Detected # of Samples Measure
Exceeding -ment
MCL/ACL/MRDL

Inorganic Contaminants

10. Barium N 2018* .0021 No Range ppm 2 2 | Discharge of drilling wastes;
discharge from metal refineries;
erosion of natural deposits

13. Chromium N 2018* .8 No Range ppb 100 100 | Discharge from steel and pulp
mills; erosion of natural deposits

14. Copper N 2018/20 A 0 ppm 1.3 | AL=1.3 | Corrosion of household plumbing
systems; erosion of natural
deposits; leaching from wood
preservatives

16. Fluoride N 2018* .565 No Range ppm 4 4 | Erosion of natural deposits; water
additive which promotes strong
teeth; discharge from fertilizer
and aluminum factories

17. Lead N 2018/20 3 0 ppb 0 AL=15 | Corrosion of household plumbing
systems, erosion of natural
deposits

Sodium N 2019* 69000 No Range ppb 0 0 | Road Salt, Water Treatment
Chemicals, Water Softeners and
Sewage Effluents.

Disinfection By-Products

81. HAA5S N 2020 76 No Range ppb 0 60 | By-Product of drinking water

disinfection.

Chlorine N 2020 1.8 0-25 mg/l 0| MRDL =4 | Water additive used to control

microbes
PWS ID# 0190010 TEST RESULTS
Contaminant Violation Date Level Range of Detects or Unit MCLG MCL Likely Source of Contamination
Y/N Collected Detected # of Samples Measure
Exceeding -ment
MCL/ACL/MRDL

Inorganic Contaminants

10. Barium N 2018* .0456 No Range ppm 2 2 | Discharge of drilling wastes;
discharge from metal refineries;
erosion of natural deposits

17. Lead N 2017/19* 0 0 ppb 0 AL=15 | Corrosion of household plumbing
systems, erosion of natural
deposits

19. Nitrate (as N 2020 .21 No Range ppm 10 10 | Runoff from fertilizer use;

Nitrogen) leaching from septic tanks,
sewage; erosion of natural
deposits

Sodium N 2019* 16000 No Range ppb 0 0 | Road Salt, Water Treatment
Chemicals, Water Softeners and
Sewage Effluents.




Disinfection By-Products

81. HAAS N 2018* 7 No Range ppb 0 60 | By-Product of drinking water
disinfection.
Chlorine N 2020 1.4 0-2 mg/l 0| MRDL =4 | Water additive used to control
microbes
PWS ID# 0190014 TEST RESULTS
Contaminant Violation Date Level Range of Detects or Unit MCLG MCL Likely Source of Contamination
Y/N Collected | Detected # of Samples Measure
Exceeding -ment
MCL/ACL/MRDL

Inorganic Contaminants

8. Arsenic N 2018* B No Range ppb n/a 10 | Erosion of natural deposits; runoff
from orchards; runoff from glass
and electronics production wastes
10. Barium N 2018* 0774 No Range ppm 2 2 | Discharge of drilling wastes;
discharge from metal refineries;
erosion of natural deposits
Sodium N 2019* 24000 No Range ppb 0 0 | Road Salt, Water Treatment
Chemicals, Water Softeners and
Sewage Effluents.

Disinfection By-Products

82. TTHM N 2018* 1.21 No Range ppb 0 80 | By-product of drinking water

[Total chlorination.

trihalomethanes]

Chlorine N 2020 2 1-35 mg/l 0| MRDL =4 | Water additive used to control
microbes

PWS ID# 0190015 TEST RESULTS

Contaminant Violation Date Level Range of Detects or Unit MCLG MCL | Likely Source of Contamination
Y/N Collected | Detected # of Samples Measure
Exceeding -ment
MCL/ACL/MRDL

Inorganic Contaminants

8. Arsenic N 2018* 1.1 No Range ppb n/a 10 | Erosion of natural deposits; runoff
from orchards; runoff from glass
and electronics production wastes
10. Barium N 2018* .0397 No Range ppm 2 2 | Discharge of drilling wastes;
discharge from metal refineries;
erosion of natural deposits

14. Copper N 2016/18* 2 0 ppm 1.3 | AL=1.3 | Corrosion of household plumbing
systems; erosion of natural
deposits; leaching from wood

preservatives

17. Lead N 2016/18* 2 0 ppb 0 AL=15 | Corrosion of household plumbing
systems, erosion of natural
deposits

Sodium N 2019* 13000 No Range ppb 0 0 | Road Salt, Water Treatment

Chemicals, Water Softeners and
Sewage Effluents.

Disinfection By-Products

81. HAAS N 2017 1 No Range ppb 0 60 | By-Product of drinking water
disinfection.

82, TTHM N 2017 4.46 No Range ppb 0 80 | By-product of drinking water

[Total chlorination.

trihalomethanes]

Chlorine N 2020 1.1 9-15 mgl/l 0 | MRDL =4 | Water additive used to control
microbes

* Most recent sample. No sample required for 2020.

We are required to monitor your drinking water for specific contaminants on a monthly basis. Results of regular monitoring are an indicator of whether
or not our drinking water meets health standards. In an effort to ensure systems complete all monitoring requirements, MSDH now notifies systems of
any missing samples prior to the end of the compliance period.



If present, elevated levels of lead can cause serious health problems, especially for pregnant women and young children. Lead in drinking water is
primarily from materials and components associated with service lines and home plumbing. Our water system is responsible for providing high quality
drinking water, but cannot control the variety of materials used in plumbing components. When your water has been sitting for several hours, you can
minimize the potential for lead exposure by flushing your tap for 30 seconds to 2 minutes before using water for drinking or cooking. If you are
concerned about lead in your water, you may wish to have your water tested. Information on lead in drinking water, testing methods, and steps you can
take to minimize exposure is available from the Safe Drinking Water Hotline or at http://www.epa.gov/safewater/lead. The Mississippi State Department
of Health Public Health Laboratory offers lead testing. Please contact 601.576.7582 if you wish to have your water tested.

All sources of drinking water are subject to potential contamination by substances that are naturally occurring or man made. These substances can be
microbes, inorganic or organic chemicals and radioactive substances. All drinking water, including bottled water, may reasonably be expected to contain
at least small amounts of some contaminants. The presence of contaminants does not necessarily indicate that the water poses a health risk. More
information about contaminants and potential health effects can be obtained by calling the Environmental Protection Agency's Safe Drinking Water
Hotline at 1.800.426.4791.

Some people may be more vulnerable to contaminants in drinking water than the general population. immuno-compromised persons such as persons
with cancer undergoing chemotherapy, persons who have undergone organ transplants, people with HIV/AIDS or other immune system disorders,
some elderly, and infants can be particularly at risk from infections. These people should seek advice about drinking water from their health care
providers. EPA/CDC guidelines on appropriate means to lessen the risk of infection by Cryptosporidium and other microbial contaminants are available
from the Safe Drinking Water Hotline 1.800.426.4791.

The Franklin County Water Association works around the clock to provide top quality water to every tap. We ask that all our customers help us protect
our water sources, which are the heart of our community, our way of life and our children’s future.
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Franklin County Water Assaoiation, Inc.
PWS# 0160008, 0190009, 0180010, 0190014 & 0180015
April 2021 .
We're pleased to present to you this years Annual Quality Water Report. This report i designad to inform you about the quallty water and services wa
deliver lo you evary day. Our conslant goal is to provide you with a safe gnd dependable supply of dmﬂdﬁswm. Vo want you fo understand the

ciforis we meke to cantinually improve the water treatment procass and profect our watar resources &ne committed to providing you with
Infe lon b Informed are our bas! aliles,

{ If'you hava any questions aboul (his raport or conceming Mwalﬁr ulility, pleasa contact Jan Graves et 601.384.2048, We want aur valued customears
; 1o beinformed about thelr waler ubility, If you want to lsam more, pleass Join us &t any of our regularly scheduled meatings. They are hold on the first

+ Monday of the menth &l 5:30 PM at185 HIVY €8 E, Bude, WS 38830,

Our watar source Is from walls drawing from the Miocane Seres Aquifer. The source water assessmant hes been complated for our public waler

. System 1o determing the overall suscaplibiiity of its drinking water supply to [dentify polential sources of contamination. A report contalning datalled
* Information on how the susceptibllity determinations wens made has besn fumished lo our public water system and is available for viewing upon

request. Tha walls for the Franklin County Watsr Assoclation have fecaived @ lower ranking In terms of susceplibiiity fo contamination.

- Wa routinely monitor for i your diiftking vrater according to Federal and State laws. This table below ists 4lf of tho

in drinking water
conlaminants that were delecied during the paricd of January 1% to Decembar 31, 2020, In cases whare menltoring waen't required in 2020, the tabis
reflects the mosl recent resuils, As watar travels ovar the surface of lsnd or underaround, It dissolves naturally occuring minarals and, in some cages,
radioactive materias and can plck up subst ar contaminants from the | of animat: or&mhnmnmmy:mlmﬂalmnwnlmnmm
as viruses and kocleds, that may come from sewage tmatment plants, septic sysloms, agrcullural livestoc) oparations, and wildiife; inosganic
contaminants, such a5 salts and melals, which can bs naturally oceurring or result from urben stormewater nupoff, Industrial, o domestic wastewater
discharges, oil and gas production, mining, of farming; pesticides and herbicides, which may come from & vmr of sources such as agriculture, urban
storm-water runoff, and resitentiel uses: orpanic chamical contaminants, Including synthetic and velatile organle chemicals, which ere by-products of
i p and petrol producti ,undcanalsommﬂamﬂummﬂsepnummmkm.mﬂnu
naturally occurring or be the result of ail and gas production and mining activities. in order to ansure thel tap water Is safo to drink, EPA proseriboa
regulations that imil tha amoun! of cadaln s in water provided by public water systems. All drinking walar, Incluting boltied drinking water,
may be reasonably expacted to contain at least small smounts of some contsminants. s important to remambar that the presence of thess

- contamingnts does nol necessarily indicate that the watar poses a heallh rak.

» In thie tabla you will find many lemns and abbreviations you' might not be famillar with. To help you better understand those terms we've provided the
; following definftians: . .

Aclion Leve! - the concentration of a cantami which, if triggers @ or other T which a water systerm must follow.

iavimum Contaminant Level (MCL) - The "Maximum Allowed" (MCL) & the highest level of a contaminant that i allowed In drinking water. MCLs are
el as close lo the MCLGs as feasible using the besl available lreatment technology. .

Maximum Conltaminant Level Goal [MCLG} - The *GoalMCLG) is the level of a conlaminant In drinking watar below which thare Is no known or
expecied fisk to health, MCLGs allow for @ margin of safaty. -

faxit Resl Disinf Leval (MRDL) - Ths highast wvél of a disinfectant allowad In drinking water. There ls convincing evidenca thet addition

: of a disinf is y for canirol ial contaminants.

i R, Diglat t Leval Goal (MROLG) — Tha levsl of a drinking water disinfectant below which there Is no known or axpacted rigk of
hezlth. MRDLG: do not reflect the benefits of the use of disinfectants to control microblal contaminants,

Parts par million (ppm) or Milligrams per fiter (mg/]] - one part per mllllon correaponds to ane minute In two years or a single panny In $10,000.
Parts p I y

Br billion (ppb) or Microgra in 510,000,000
PWS.1D# 0190008 TEST RESULTS
Contaminan} Violation Dale Level | RangeofDeleclsor| Unit | MCLG MCL | Liksly Sourca of Contamination
YN Collacted | D d # of Sampl M
"’ Exceading -mant
MCL/ACLMRDL

Inorganic Contaminants

10. Barium N 2099 .002 0018 -.002 ppm 2 2 | Discharge of drilling weates;
discharge from matal refinsriss;
erdston of natural deposits

13. Chromium N 2018 135 No Range ppb 100 100 | Discharge from stes! and pulp
mills; erosion of natural slts

14. Copper N oie | 1 0 ppm 13| AL=1.3 | Comcsion of household
. gystems; ercsion of natural
deposlts; leaching from weod

16. Fluoride N 20 323 .28-.323 ppm 4 4 | Erosion of natural deposhs; winer
additive which promoles strong
: wﬂ?: du:mme from fertiizer
7. Lead N 201718 |3 0 ppb [} =15 &ﬂ&m #ﬁ'am;mm
systems, eroslon of natural
Sodium M 2018 67000 No Range ppb 0 0 | Road Salt, Wartor Traatment
o ® Chomicals, Water Softeners and
‘ S uents.
Disinfection Bv-Products
B1. HAAS N 2020 33 No Range pPb 0 60 | By-Product of drinking water
disinfection.
82, TTHM N 2020 20.3 No Range ppb [ 80 | By-produst of drinking water
[Total > chierination.
tihalomsthanes)
Chloring N 2020 1.8 1-3 mgil 0| MROL=4 | Water additive used to contrel
- N microbas
PWS ID# 0190009 TEST RESULTS
Conlaminant Vlolation Dale Level |RangeofDetectsor| UnR | MCLG MCL | Likely Sourcs of Contamination
YN Collscted | D #of Samp Measure
Exceeding -ment
MCUACLMROL
Inorganie Contaminants
. Bari N 2018* .0021 Mo Renge pPPmM 2 2 | Discharpa of drilling wastes:
10. Barium ng | ot e &
orasion of natural da,
15. Chramium N 2018* .8 o Range ppb 100 100 ] gllﬂ’ilma n'ur:'m1 and IMle!h
. Ci 018720 & [1] ppm 131 AL=13 | Cofroston of heusshold plumbing
14. Copper N 2 o hiiiango!
dopouits; leaching from wood
16. Fluofide N 2018 .565 Mo Range ppm 4 4 m of natural uwﬂ:.m \::w
1eath; discharge from fortilkzor
and inum
3 1] 1] o AL=15 | Camoslon of hausehold plumbing
17 Leed A O o systems, eroalon of netural
daposits




pmeawm 0 |'N S 68000 [WoRings | pob [ -0 | Road Salt, Watar Treatmant
Chemicais, Waler Softenars and
_ / o Effluants.
Disinfection By-Products . - 3
81. HAAS N 2020 76 Mo Ranga peb ] B0 | By-Froduct of driniing walor
disinfection, -
Chlorine N 2020 1.8 0=25 .| mght 0| MRDL=4 | Waler additive used to control
microbss
PWS ID# 0190010 TEST RESULTS .
C A ‘Y N Cate Lovsl Rar:'gsrai Datects or Unit MCLG MOL | Likely Source-of Contamination
N - ‘of Semgl 7
Escoading -mnant
MCLIACH =
Inorganic Contaminants ;
10. Barium N 2018 0456 No Renge ppm 2 2 | Discharge'of drilling wastoo;
jisat from metal
eroulon of natum) denoslie
17. Lead N 201719 o Q ppb ] AL=15 curlminll\d‘hamﬂnﬂ plumbing
syslems, sfosion of natursl
ts
18, Nilrato (as N 2020 21 No Range ppm 10 10 | Runof from fenilizer use;
Nitregen) Toaching from septic tanks,
a;nl\ma: etasion of natural
Sedium N 201e” 16000 No Range ppb [} 0 | Road Salt, Water Trantment
Chamicals, Water Softenara and
Effluents,
Disinfection By-Products
1. HARS N 2018 |7 No Renge ) o €0 | By-Product of dricking water
— A diginf
Chiorina N 2020 1.4 - 0~2 mgh 0 | MRDL=4 | Water additive used to control
microbas
PWS ID# 0190014 TEST RESULTS )
Contaminent \mlvlzr:‘lun - Date FL‘wq\ R Rvar;gg' § Datects o ~ Unit MCLG MCL Likely Source of Centamination
Excoeding * -mant
MCLACL/MADL
Inorganic Contaminants g
B. Amsenlo N 2018* a No Range ppb na 10 | Eroslon of natural deposils; runeff
from archards; runa from glass

ang plectronics production wastes
10. Barlum N 2018 0774 No Ranga ppm 2 2 | Bischarge of drilling wasios;
from miote! rofinerh

eroslon of natural deposits 1

Sodium N 2018 24000 Mo Range pRb [ 0 | Road Salt, Water Trantmant
Chemieals, Water Seltenars and
& Effluonts.
Disinfection By-Products .
82, TTHM N 2018 1.21 No Range ppb 3] 80 | By-produat of drinking wataer
[Total chiorination. '
| trihatomsthanes)
Chioring N 2020 2 1=-35 mg/l 0| MRDL=4 | Water additive used to control
micrabon
PWS ID# 0190015 TEST RESULTS
Gantamingnt wn#;lh" Dato rl.nva: R.ansnFm‘ Detects or Unit MELG MCL | Likely Source of Contaminatian
[ # of Samp
Excaeding -ment
- MCLACLMRDL
Inorganic Contaminants .
8. Armenle N 2018* 14 No Range ppb nla 10 | Ernslen of natural deposits; runalf
from orchards; runoff frem gless |
——— ‘;‘l’..@!“_ﬂm'_‘ﬁmﬂ“_wm_ﬂ!
10. Barium N 2018* 0387 No Range PPm 2 2 | Cischdrge of driling wastss;

discharge from maetal refinariss;
erosion of natural deposils

14, Copper N 2018/18° 2 0 ppm 13| AL=1.3 | Gi of howsehold ph
systems; erosion of natural
daposie; lsaching from wood

proconvatives
17, Lead N 2016r18™ 2 a ppb [s) AL=15 | C fon of

nyal.eﬂ"'L:. erailan of naturat
Sodium N 2018" 13000 No Renge ppb 1] € | Road Sall, Waler Treatmant

. Chemicals, Watsr Softenars and

Sevapgn Effvents.
Disinfection By-Products
81, HAAS N 2017 1 No Ranga ppb V] €0 Eé—Pmducl of drinking waler

ini o,
B2. TrHM N 2017 4,46 No Range PpD 0 60 | By-product of drinking watar
{Totat - chlarination.
trihalomethanes 3
Chiorine N 2020 1 8-15 +mafl 0| MROL =4 | Wator additive used to canltrel

- micrabos :
© Aost recent sample. No snmple required for 2020,

are an of
MSDH now notifies systems of

Ve are required to monitor your drinking watsr for epoetfic contamiriants on @ monthly basis. Resulls of regular
or not our drinking watar meets hosbh standards. [n on efiort to enaure syst i i i
any missing aamples prior to tho end of the compliance porod.

If present, efevated levels of lead can cause serous health problems, especially for pregnant women and young children, Lead in drinking water lo
primarily from materials snd components associated with ssrvica lines and home plumbing. Qur watar system is reoponsible for providing high quality
drinking water, but cannol confrol the varisty of matarials used in'plumbing companents. When your water has been eilfing for several houre, you can
minimize the potantial for load expooure by flushing your tap for 30 seconds 1o 2 minutes bafors using water for drinking or cooldng. If you ere
concerned about laad in your waler, you may wish to have your water tested, Information on lead In drinking water, testing methods, snd steps you can
fzke to minimize exposure is availsble from the Safo Drinking Water Hotline or at hitp:/# Jaaf fizad. The Missiasippl State Department
of Hoalth Public Hoslth Leboralory offers lead testing. Plonsa contact 801.578.7582 if you wish to have your waler tesied,

All sources of drinking watar are sublact to by that are y g or man made. Thess subsiances can be
microbes, Inoiganic or organic chemicals and radioattive subsiances. All drinking veater, Including bottled water, may reasonably be expacted to contain
&t loast emall amounts of some contaminants. The f of inants doas not hy Ind that the waler poses a health dsk. Mora
information about contaminants and polential health effects can bo cbtalned by caliing the Environmenta! Protaction Agency's Safa Drinking Watsr
Holline 5t 1.800.428.4791. "

Some people may be mors \ulnerabls to contaminants In drinking water than the general pap I : d p suchan "
with cancar golng chemotharspy, ¢ have 'gonn argan tranaplanis, poopl with HIV/AIDS or other Immune system disordars,
oome oiderdy, and Infants can be ot rak from inf; Theze pocple should seck advico about denking water from their health care

providers. EP'NCDC guldelines on;pptommmm 1o fessan the rizk of infection by Cryptosporidium and other microblal contaminants ars available
irom the Safe Drinking Wator Hobline 1.800.426.4701.

The Franklin County Water Association works arund tha clock o pmide top quality wals: to every tap. We ask that all our customers help us prolect
. .o - - - - e e el eimcimie af D i { B PRSP T By




